MINIMUM 1—3" HOT AIR WELD
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TPO REINFORCED MEMBRANE

PRE—FABRICATED EXPANSION JOINT
FASTENED WITH ANNULAR RING SHANK NAILS
AT 4" 0.C. STAGGERED

BATT INSULATION

SEE NOTE 1

WOOD NAILERS

TPO REINFORCED MEMBRANE
/ MEMBRANE INSULATION RETAINER/AIR BARRIER
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NOTES:

1. APPROXIMATELY 1/8" DIAMETER
BEAD OF CUT—EDGE SEALANT IS
REQUIRED ON CUT EDGES OF
TPO REINFORCED MEMBRANE.

ROOF DECK J

APPROVED INSULATION —

MULE-HIDE EXPANSION JOINT DETAIL DETAIL NO.:
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