SEALANT (BY OTHERS)

METAL COUNTERFLASHING
(BY OTHERS)

M-H APPROVED FASTENER
(MAXIMUM 12" O.C.)

M-H BONDING ADHESIVE

M-H EPDM MEMBRANE

NOTE: 1. MEMBRANE MUST BE FASTENED UNDER COUNTERFLASHING, DO NOT

FASTEN THROUGH COUNTERFLASHING.

2. ATTACHMENT OF COUNTERFLASHING AS DETERMINED BY SPECIFIER.
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VERTICAL TERMINATION
COUNTERFLASHING

DETAIL NO.:

SYSTEMS:
ALL

MHE-173
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